ZONE NO.

/—201-01

7—201-02

7—201-03

/—=201-04

7—201-05

/—201-06

7—=201-07Z

NOT USED

SD—BLDG.36A
GRIZZLY
CONTROL HOUSE

BLDG. 36A
FCB’s (2)

BLDG. 61
HEAT
DETECTORS

BLDG. 61
FCB (1)
N. GATE

NOT USED

NOT USED

FCB (1)
GRIZZLY
B36

NOT USED

NOT USED

NOT USED

NOT USED

BLDG. 36
SMOKE
DETECTORS

NOT USED

SYSTEM 3
TROUBLE
CP 35

MOD 8
FAP—01-36

43

21
20
18
16

NOT USED

1/2/3/4 ALARM
/2/3/ CP—35 1
MOD 8
11,11C,11D,12 | ZU—35
MOD 22 1
9,10
.
ZU-35
MOD 23
7.8
1
13/14/15/16 | 7ZU-35
MOD 24 7
5/6 ZU—35
MOD 24 1
15A
43
B36/48—2
B36,/48—1

1A
TA

2A

SA
21

4A
22

A

19

BA

20

SR—-35
MOD 40
A 4 2
3
B 8 6
J
10
C 12
11
14
D 16
15
18
E 20
19
22
F 24
23
26
28 27
A
DIGITIZE
RECEIVER
SYSTEM

AT

A2

B1
B2

C1
C2

D1
D2

E1
E2

F1
F2

G1
G2

MX—=316
TR213

10
10

11
11

12
12

13
13

14
14

15
15

16
16

NOTES:

1.FOR TYPICAL DEVICE, MODULE, AND "EOL” WIRING,
SEE STANDARD FIRE ALARM DRAWINGS 4BSTEOOZ2

AND 4BSTEO41 THROUGH 4BSTEOST.

REFERENCE DRAWINGS:

4B36ET12
4B36E118
4B36E120

SEE 4B36E120 FUOR OLD & NEW ZONE

ADDRESS CROSS REFERENCES

CP-35
MOD 8 37 27
38 23
PM—31
MOD 20
_ AA—30U
19 A 23 g SM=30 ) 25 1 36/36A—1A
BLDG. 36 7
20 B MOD 16 2 & 36A 3 36—2 36/36A—1A 36/36A—1B
ol BELL 153 BLDG 36 BELL  BLDG 36A BELL  WAPA ROOM
4
oA | D 24 5 6 26 5| 36/36A-4A 36/ 36A~4A 36/36A—48B
21 =
22 F
CP—-35
1 BLDG. 681 32
BELL 33
BLDG 61 BELL
34
35
: 36 BLDG’S 36 & 61 fmeetI 3/30/200
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